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Addendum # 1
New Education Center & Events Pavilion

at the Roger Williams Park Zoo
1000 Elmwood Ave., Providence, RI 02905

September 6, 2023
Total Pages Including Cover (9 Pages)

Acknowledge Addenda on Bid Form

** BID DUE DATE MONDAY, SEPTEMBER 11, 2023 AT 2:15PM **

 This addendum forms a part of the Contract Documents and modifies the original Bidding Documents dated
June 15, 2023 as noted below.

 Please advise all sub-contractors.
 Acknowledge receipt of this Addendum in the space provided on the Bid Form.

Attachments:

1. Addendum Cover Sheet (1 Page)

Questions/Clarifications:

GENERAL

A. The following are questions submitted by Bidders to the Owner and their subsequent answers are
highlighted in red.

1. Question: Please provide the “Advanced Utility Site Plan” as referred to on C-3.0, Note # 2
Response: Advanced Utility Site Plans can be found in Section 01 10 13 Information Available to
Bidders in the Project Manual. We have included a larger copy of these drawings as part of this
Addendum.

2. Question: Can we assume, because it is on zoo property, that the wet taps do not have to be
performed by the PWSB?
Response: Wet taps are not required to be performed by Providence Water.
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3. Question: On dwg. C-6.0, there are three water connections to main lines – two of them are called out
as tapping sleeves and valves, but the third (a four-inch domestic service to the Pavilion) is labeled as
service tap. What does that mean – is it another TS&V or is there already a tee with a short, capped
length of pipe?
Response: 4” domestic service to Pavilion requires wet tap – On sheet C-6.0, REMOVE “Service Tap”
on 4” domestic service line and REPLACE with “6”x4” TS&V”

4. Question: On dwg. ES-1.1 it calls for reinforced concrete duct bank – please provide the size,
arrangement, and spacing of the rebar.
Response: See attached SKE-1 for duct bank detail.

5. Question: Demolition Note #3 on C-3.0 indicates that the Greenhouse and Shed will be relocated by
the Owner under a separate contract. Please confirm what scope of work the Contractor will be
required to perform.
Response: The Greenhouse and Shed noted to be relocated by the Owner are to be relocated by the
GC. The Shed is to be relocated to Parking Lot C, adjacent to the proposed Horticultural Compound. The
Greenhouse is to be disassembled and transported to the same location as the Shed. The Greenhouse
is to be disassembled in a manner that it can be reassembled for future use. The GC is responsible for
demolishing all foundations, concrete slabs, remaining walls, and all utilities from the sites of the Shed
and Greenhouse.

6. Question: Demolition Note #2 on C-3.0 indicates there is a “Advanced Utility Site Plan…” Please
provide this information.
Response: See response to Question #1.

7. Question: There are existing parking lot lights and EV Car chargers which will need to be removed.
Please provide scope for these items.
Response: It appears that there is a light pole that was not shown on the survey that may be impacted
by the project. All lighting fixtures impacted by the project sitework shall be removed and salvaged for
owner re-use. EV stations were installed after the survey was completed; however, it is believed they
are outside the area of work. EV stations are to remain in-place and any modifications that may be
required shall be coordinated with the owner/Civil & Electrical Engineer prior to proceeding with the
work.

8. Question: Are we to assume that the gravel base under the paving (to be removed and replaced) is ok
to remain and just regraded/compacted.
Response: Existing material shall be removed for full depth of pavement section. Existing gravel
verified to meet the project requirements may be reused as gravel base.
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9. Question: There is no detail for the new asphalt walks – is it the same as the lot paving.
Response: Asphalt walkways shall be constructed in accordance with RIDOT standards and
specifications for bituminous concrete sidewalk as outlined on RI STD detail 43.2.0 (single 3” lift over 8-
inch gravel base). All sidewalks that will receive vehicular traffic and are main pathways are to be
constructed using 1.5 inch binder and 1.5 inch topcoat on an 8 inch gravel base.

10. Question: The drawings and the specs refer to a GeoTech Report – Where can I find it?
Response: The GeoTech Report can be found in Section 01 10 13 Information Available to Bidders in
the Project Manual.

11. Question: Pavement markings – spec is not clear – epoxy or water-based (big difference in cost)?
Response: Pavement markings shall be epoxy based.

12. Question: Please provide specifications for the cable railing system at the Pavilion south patio.
Response: See attached cable railing system specification.

13. Question: Who is responsible for providing and installing roof-mounted solar panel supports and
attachment hardware.
Response: The GC is responsible for including all components of the solar system within the project
budget.

14. Question: Are graphics for door sidelights to be inserted in the glass, or installed as a film?
Response: The sidelight graphics are a component of the specified system, see specification section 08
81 13 Decorative Glass Glazing. The GC can provide an alternate price to install graphics as a film,
however, the base bid is to include graphics that are part of the glass system.

15. Question: Please clarify which doors on the schedule are to receive graphics.
Response: Graphics are part of sidelights for doors 104, 106 and 109.

16. Question: Please clarify who is responsible for providing wall and door-sidelight graphics? If GC is
responsible, please provide specifications.
Response: The specifications for the graphics can be found in specification section 08 81 13 Decorative
Glass Glazing and Section 08 81 15 Decorative Glass Glazing Panel Wall Frame. The GC is to provide
these as part of the contract. The images that will be used will be provided by the Owner and/or
Architect to the GC for use in the specified system.

17. Question: Please provide a plantings list to coordinate with the planting layout.
Response: See sheet A-L1.5 which has been provided as part of this addendum.

18. Question: Please Clarify the door and frame elevation types for door A104.
Response: Door and frame types for door A104 is to be the same as Door A106.
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19. Question: Please indicate the wall type designation for non-labeled wall between A105, A130 and
A131.
Response: The wall between A130, A131 & A129 is to be W6. All other non-labeled walls are to be
W4a unless noted otherwise elsewhere in the drawings.

20. Question: Please indicate the wall type designation for non-labeled wall between A102, A102a, A103,
and A129.
Response: All non-labeled walls are to be W4a unless noted otherwise elsewhere in the drawings.

21. Question: Please indicate the wall type designation for non-labeled wall between A113 & A114.
Response: All non-labeled walls are to be W4a unless noted otherwise elsewhere in the drawings.

22. Question:  Please indicate the wall type designation for non-labeled wall between A111, A112, A113,
and A114.
Response:   All non-labeled walls are to be W4a unless noted otherwise elsewhere in the drawings.

23. Question: Please indicate the wall type designation for non-labeled walls along column line 4.
Response: Walls along column line 4 are to be W8a.

24. Question: Please indicate the wall type designation for non-labeled wall shown in A100.
Response: The non-labeled wall in A100 is to be W4b.

25. Question: Please indicate the wall type designation for exterior walls.
Response: Exterior walls do not have a wall type designation. See wall sections and details for exterior
wall construction.

26. Question: Please provide the electrical concrete duct back details.
Response: See response to Question #4.

27. Question: Please indicate the wall type designation for non-labeled wall in A117.
Response: The non-labeled wall in A117 is to be wall type W8a.

28. Question: Please indicate the wall type designation for non-labeled wall between A123.
Response: All walls in A123 are labeled, see A-A1.1.

29. Question: Please confirm if all electrical trenching is to be concrete-encased.
Response: Yes, all electrical wire is to be concrete-encased.

30. Question: Please confirm if there are any new site lighting requirements.
Response: See response to Question #7.
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31. Question: Please indicate the wall type designation for non-labeled wall between A105, A130 and
A131.
Response: The wall between A130, A131 & A129 is to be W6. All other non-labeled walls are to be
W4a unless noted otherwise elsewhere in the drawings.

32. Question: Please provide construction details for weatherproof enclosure and supporting pad for
emergency back up generator for the new education building.
Response: Generator enclosure is premanufactured by generator manufacturer. The generator pad
detail is to be similar to equipment pad detail 5/B-A1.0. Size to fit Generator and/or other ground
mounted equipment.

33. Question: Please confirm generator is to be furnished and installed by GC’s EC or if owner provided.
Response: GC is to furnish and install generator as specified.

34. Question: Spec book provides a section regarding rolling fire doors; please clarify where these can be
located on drawings.
Response: Provide and Install an overhead rolling fire door in front of the elevator door on the upper
level. The door is to be mounted above ceiling in Elev Lobby A216.

35. Question: Please clarify which plan supersedes regarding flooring for rooms A106, A107, A108 and
A109. A-A9.0 states to provide LIN1 and either LIN2 or LIN3: A-A9.1 shows to provide LIN 1 and LIN 4.
Response: Where there are conflicts use A-A9.1.

36. Question: Planting Plan A-L1.5 appears to be missing; please provide.
Response: A-L1.5 was missing from the original set of drawings. See attached.

37. Question: Can a bid extension please be provided? With the RFI deadline being on the 5th and bids due
on the 11th there will not be enough time provided for contractors to react.
Response: The bid deadline will not be extended due to approval dates that need to be met through
the City and Zoo.

38. Question: There is Quarry tile specification for this job, but no quarry tile is shown on the Finish
Schedule. Is there Quarry Tile on this project?
Response: See sheet B-A6.1. Quarry Tile is called out in Kitchen B103.

39. Question: The Finish Plan shows Room A217 getting sealed concrete. The Finish Schedule shows it
getting LIN 4. Which is correct?
Response: See response to question 35.
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40. Question: The Finish schedule identifies PORT tile #3 as a 6”x6” tile from the Crossville Basalt
collection. There is not a 6”x6” size option in that collection. What size tile do they want to use for
PORT3?
Response: PORT3 should be 12”x12” tiles.

41. Question: Many rooms receive a combination of PORT1, which is 12”x24” tile as well as PORT2, which
is a 12”x12” tile. Is there a pattern plan for the floor tile?
Response: See floor pattern shown on 2/A-A9.1. Dimensions on floor pattern are incorrect. Change
dimensions on floor pattern layout from 24x24 and 24x48 to 12”x12” and 12”x24”.

42. Question: Stair A223 identifies as receiving DMP panels? Is just the upper stair landing getting wall
panels or the entire stairwell including all walls above the steps?
Response: The entire stairwell is to receive DMP panels.

43. Question: Please provide more detail on the Security Fence heights around the Animal Shelters and the
Front of the Education Pavilion.
Response: All zoo perimeter fence (front and to the sides of the Education Center) are to be a
minimum of 8’-0” in height and needs to have a below grade dig fence 2 feet below grade. Fencing
around the animal shelter & outdoor enclosures are to be 8’-0” high with a 2 foot below grade dig
fence. The other fences are indicated on the Landscape plans.

44. Question: Can the watermain be shut down with existing gate valves to do the lowering of the
watermain? Do we need to install a bypass to keep the main active during this work?
Response: Water mains may be shut down for limited periods of time for relocation work with Owner
notifications and coordination. Any utility shutdowns will need at least a week of notification and
coordination and must include a proposed duration of the shutdown.

45. Question: Please provide more information about the retaining walls adjacent to the Education Center.
Specifically, the details for sections with and without the fence mounted on top. There are only details
for the modular and boulders walls.
Response: The retaining walls adjacent to the building should be similar in construction to section 4/A-
S2.0. See Civil drawings for all adjacent retaining walls.

46. Question: How deep do you want me excavating for the foundations? Should I just assume excavating
all of the fill, and leaving that sandy natural layer in place? Do you want me excavating to take out the
organic layer in the Education Center footprint? Are we excavating the Peat layer shown under the
Pavilion Footprint?
Response: In the base bid included removal of fill down to natural sandy layer. See updated bid form
to include an allowance of $50,000 to deal with areas located below the sandy layer.
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